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64E-6.014 — Construction Standards for Drainfield Systems
* (3)(a) Provides that where the total drainfield area is between 1000 and 2000 square feet, the
applicant may opt to split the drainfield into two equal parts and install lift-dosed drainfields
instead of installing a low-pressure dosed drainfield system.

64E-6.0181 — System Repair and Cesspit and Undocumented System Replacement (Florida

Keys)
* (2) Incorporates 2010 statutory provisions for areas that will be served by sewer by the end of

2015 - failing OSTDS may be replaced with a septic tank and sand-lined drainfield or an ATU,

filter and injection well. During the 2013 legislative session, further changes were made that

provides that in these areas, if the connection or assessment fee has been paid for connection,
the owner may install a holding tank with a high-water alarm or an OSTDS with a sand-lined
drainfield or injection well installed in accordance with department rules.

* (3) Failing systems may not be repaired to a lower standard than the existing system was
required to meet. (Even though this is a new rule provision it is changed by the 2013 statutory
language that became effective July 1, 2013 allowing holding tanks under certain
circumstances).

*  (3)(b)1. Existing tank must meet Part | repair standards (two tank sizes, no leaks). New tanks
would need to meet the new tank provisions of 64E-6.013, FAC, and tanks for modifications
would need to meet the standards in 64E-6.001, FAC

e (3)(b)2. Sand liner must meet Part Il provisions for new sand-lined drainfields.

*  (3)(b)3. & 4. System must meet a 50-foot setback to surface water, salt marsh and buttonwood

habitat.
e (3)(b)5. The maximum sewage loading rate for a sand-lined drainfield is 0.9 gallons/square

foot/day.

64E-6.028 — Location and Installation (PBTS)
* (3) Deletes unused provisions allowing alternative drainfield geometry.

The amended Rule became effective July 16, 2013. If you have any questions on this memorandum,
please contact the Onsite Sewage Program office in Tallahassee or Orlando.



